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1) Inspections resulting from the Act of 7 July 1994 – Building Law (Journal of Laws of 2023, item 682)
a) periodic, at least biannual, inspections consisting of verifying the technical condition of elements of a building, structure or systems exposed to harmful weather conditions and the damaging action of factors present during the use of the facility, installation and devices used for environmental protection, gas  pipework and flues (for smoke, fumes and ventilation);
b) periodic inspections, performed at least once every 5 years, consisting of verifying the technical condition and fitness for use of a civil structure, the appearance of the civil structure and its surroundings; this inspection should also cover the electrical wiring and lightning protection system to verify the operability of connections, fittings, protection devices and electric shock protection measures, wire and grounding insulation resistance of systems and devices;
c) periodic inspections, performed at least once every 5 years, consisting of verifying the energy efficiency of the cooling equipment used in air-conditioning systems and their size in relation to the performance requirements for a cooling capacity above 12 kW,

2) Inspections resulting from the Regulation of the Minister of Internal Affairs and Administration of 7 June 2010  on fire protection of buildings, other structures and areas (Journal of Laws of 2023, item 822):
a) fire protection equipment and systems (hydrants, fire extinguishers and fire extinguishing systems),
b) inspection and cleaning of furnace air ducts,

3) Inspections resulting from the Act of 15 May 2015  on substances that deplete the ozone layer and fluorinated greenhouse gases (Journal of Laws of 2020, item 2065) i.e.  inspections of air-conditioning, ventilation and fire protection systems containing F-gases,

4) Inspections of equipment covered by obligatory third-party examination, i.e.:
a) lifts,
b) other, if necessary,

5) Inspections and examinations resulting from warranty provisions and operation and maintenance manuals of devices, covering:
a) inspections of units,
b) inspections of the central battery,
c) inspections of transformer stations,
d) inspections of the lightning protection system,
e) inspections of the fire alarm system,
f) inspections and maintenance of UPS devices,
g) inspections and maintenance of electrical switchgear rooms,
h) inspections and maintenance of extra low voltage systems along with IT systems,
i) service inspections of lifts,
j) service inspections of furnaces,
k) service inspections of ventilation and air-conditioning systems,
l) inspections of Variomat pressurisation systems,
m) inspections of ASSA ABLOY garage doors, closers and fittings,
n) inspections of SQ Line windows and doors,
o) inspections of FDM steel doors,
p) inspections of AB Tech gates and poles,
q) inspections and cleaning of the grease interceptor,
r) inspections of the waste and storm drain system, 
s) electrical measurements conducted more than once every 5 years,
t) illuminance level measurements conducted more than once every 5 years,
u) emergency lighting illuminance level measurements


